Power quality problem, because of its various forms and occurrence frequency, has become one of the most critical challenges confronted by a power system. Meanwhile, the development of renewable energy has led to more demands for an integrated system that combines both merits of sustainable energy generation and power quality improvement. In this context, this paper discusses an integrated photovoltaic-unified power quality conditioner (PV-UPQC) and its control strategy. The system is composed of a series compensator, shunt compensator, dc-bus, and photovoltaic array, which conducts an integration of photovoltaic generation and power quality mitigation. The fuzzy adaptive PI controller and the improved Maximum Power Point Tracking (MPPT) technique are proposed to enhance the stability of dc-bus voltage, which is aimed at the power balance and steady operation of the whole system. Additionally, the coordinate control strategy is studied in order to ensure the normal operation and compensation performance of the system under severe voltage sag condition. In comparison to the existing PV-UPQC system, the proposed control method could improve the performance of dc-bus stability and the compensation ability. The dynamic behavior of the integrated system were verified by simulation in MATLAB and PLECS. Selected results are reported to show that the dc-bus voltage was stable and increased under severe situations, which validates the effectiveness of the proposed integrated PV-UPQC system and its control strategy.
Introduction
The electrification revolution that began in the last century has made profound achievements with electric energy becoming the highest efficient form of end-use energy widely applied in every field of modern society [1] . Accordingly, power quality (PQ) plays an increasingly significant role in the economy, security, and user experience of industrial, commercial, and residential consumers [2, 3] . Compared with the traditional electrical load, a new generation of load equipment controlled by a microprocessor and power electronic device is much more sensitive to fluctuations in power distribution system, leading to great concerns and stringent requirements of power quality [4] .
characteristic. In addition, the compensation control strategy under severe voltage sags is another problem that demands a prompt solution. In a word, the dc-bus voltage stability and the control method in a severe power quality environment urgently need to be solved. Therefore, this manuscript attempts to study the control of dc-bus voltage in order to reduce oscillation and increase the accelerate power balance of the PV-UPQC system, when the external conditions change, especially for photovoltaic power sudden variation. Additionally, this paper focuses on limiting the active current under circumstance of severe voltage sags so as to increase the mitigation capacity of voltage sags to a certain extent.
In this work, the main contributions of this manuscript are as follows:
(1) Integration of photovoltaic generation and power quality regulation;
(2) Enhancement of dc-bus voltage stability based on fuzzy adaptive PI controller tied up with the improved Maximum Power Point Tracking (MPPT) technique; (3) Analysis on the coordinate control strategy and the improved compensation performance under severe voltage sags.
This paper is organized as follows. Section 2 presents the configuration and description of the proposed PV-UPQC system. Section 3 deals with the control strategy of the integrated PV-UPQC system, including the control of a series compensator, shunt compensator, and most importantly, the regulation of dc-bus voltage. Section 4 describes the coordination control strategy under severe voltage sags depending on UPQC integrated with solar photovoltaic. In Section 5, the simulation results are shown to illustrate the effectiveness of the proposed system and its control strategy. Finally, Section 6 concludes this paper.
Configuration and Description
The topology of the proposed PV-UPQC system is composed of four parts, namely, the series compensator, shunt compensator, dc-bus, and photovoltaic array, as shown in Figure 1 . The series compensator consists of inverters, LC-filters, and transformers connecting to the grid in a series and is supposed to discuss voltage quality problems such as voltage sags and swells. The shunt compensator, which is composed of inverters and LCL-filters, connects to the load side in parallel. It is used to suppress current power quality problems like decreasing the serious harmonic and reactive power pollution to the grid. The shunt compensator is also supposed to extract active power from photovoltaic panels to realize the function of the photovoltaic generation system. The series and shunt compensator are joint to a common dc-bus and the dc-link capacitor is employed as a power energy buffer. The photovoltaic array, of course, is used to provide active power to the load or the grid for achieving the function of the photovoltaic generation system. 
Mathematical Description of the Compensators
In order to obtain the mathematical model of the series and shunt compensator, it is assumed that the inductors of the LC-filter and LCL-filter are equal to each other as well as the capacitors, that is, the inductances are L ra = L rb = L rc and the capacitances are C ra = C rb = C rc . Similarly,
In addition, it is also assumed that no three phase unbalance phenomenon occurs because the amplitude unbalance has no material impact to dq-transform and the severe phase angle unbalance is almost impossible to occur in practical instances. Thus, by means of the series compensator scheme shown in Figure 1 , the equation can be obtained as follows:
v
where v Lr_abc and v Cr_abc represent the voltages of inductors L r and capacitors C r respectively; while i Cr_abc and i Lr_abc are the currents flowing through capacitors C r and inductors L r respectively; i s_abc are grid currents; and n is the transformation ratio. After dq-transform, the equivalent mathematical model of series compensator can be written as:
where,ẋ
Considering the shunt compensator scheme shown in Figure 1 as well, the equations can be written as follows:
where v L f 1_abc , v L f 2_abc , and v C f _abc denote the voltages across L f 1 , L f 2 , and C f respectively; while i sh_abc , i ch_abc , and i C f _abc represent the currents flowing through L f 1 , L f 2 , and C f respectively; v L_abc denote load voltages, and v pi_abc are output voltages of the inverter. The mathematical model of shunt compensator can be represented in the dq-axis as well, and the state-space equation can be given as:
Parameter Design of the Compensators
For the series compensator, the value of the filter inductor depends on the switching frequency of the inverter, dc-bus voltage, and the ripple current. Thus its value can be expressed as:
where m represents the modulation depth, a denotes overload capacity, n is the ratio of the series transformer, f si represents the switching frequency, and i r is the inductor current ripple. Here, m = 1, n = 1, a = 1.5, f si = 10 kHz, and i r is taken to be 20% of the grid current. Accordingly, L r = 1 mH, C r = 80 µF, and R r = 10 Ω are selected as the value of LC-filter of the series compensator.
As for the shunt compensator, in order to reduce the resonant peak for stable operation, R f is connected in series in the capacitor branch. On the basis of design philosophy of the LCL-filter, one gets L f 1 = 1 mH, L f 2 = 0.2 mH, C f = 45 µF, and R f = 0.6 Ω as the selected value.
Control of the PV-UPQC

Control of the Compensators
The series compensator is used to stabilize the load voltage by injecting a certain amplitude of voltage with the same frequency and the same phase or the inverse phase when voltage sag/swell occurs. Thus, the series compensator is controlled to act as a voltage source. Simultaneously, the shunt compensator is responsible for compensating current harmonics and reactive power to reduce pollution for the grid. In the meantime, the shunt compensator takes charge of extracting active power from the photovoltaic cell. In this case, the shunt compensator was controlled as a current source. The structure diagram shown in As seen in Figure 2 , the reference load voltage in dq-axis v Ld * and v Lq * are supposed to be obtained to output the wanted compensating voltage. Assuming that there is no three-phase imbalance and the line is loss-free, after dq-axis transformation, the reference load voltage in dq-axis can be described as:
where V s * is the effective value of the grid voltage when no voltage fluctuation occurs. Additionally, as can be seen from Figure 3 , in order to output the desired sinusoidal current, the reference grid current i sd * should be obtained as follows:
whereī Lp is the dc component of the load active current, i sp represents the output current of the dc-bus controller, and i pvg is the output current of power feedforward. The quantityī Lp could be obtained by phase-locked loop and coordinate transformation as follows:
The power feedforward unit could accelerate the power balance and improve the dynamic performance under sudden irradiation changes, the quantity i pvg could be estimated by:
where v pv and i pv are the voltage and current of the photovoltaic array respectively and V sp denotes the grid peak voltage. The quantity i sp is the output current from the dc-bus controller, which maintains the stability of the dc-bus voltage, and the details are expounded in the following subsections.
DC-Bus Voltage Reference
Generally, the dc-bus reference voltage v dc * is obtained from the maximum power point tracking (MPPT) technique based on perturb and observe (P&O). However, it is difficult for P&O to take into account both accuracy and tracking speed. This is because during the tracking process, smaller ∆v means slower tracking speed and greater energy loss, whereas larger ∆v brings a greater energy loss close to the maximum power point (MPP). Therefore, an improved MPPT based on P&O is proposed in this paper, aimed at generating the reference voltage quickly and reducing the energy loss at the same time.
A flowchart of proposed improved MPPT technique is shown in Figure 4 . As can be seen from Figure 4 , the step change ∆v is real-time adjusting according to the system state. That is to say, the step size is greater when it is far away from the MPP to reach the MPP range faster. The step size is controlled to be smaller to realize the MPPT precisely. Considering all the circumstances of acrossing MPP, it can be assumed to reach the MPP range to meet the conditions of P i+1 − P i ≥ 0 and P i+1 − P i+2 ≥ 0. 
DC-Bus Controller Based on Fuzzy Adaptive-PI
The PI controller is conventionally adopted by the dc-bus controller to regulate the voltage of the dc-bus. However, the control performance depends heavily on the accurate determination of control parameters. For instance, greater integral parameter results in larger overshoot and severe oscillation in the dc-bus, while a smaller integral parameter makes slower voltage-follower speed. The latter influence is much more serious especially in the PV-UPQC system proposed in this paper. Due to the PV array being highly susceptible to solar radiation, the reference voltage of the dc-bus in the PV-UPQC system is strong time-varying, which is hard to meet for the system dynamic requirement. Similarly, the determination of proportion parameter is confronted with the same predicament. In such cases, the fuzzy adaptive-PI controller for the dc-bus voltage is proposed in this paper to improve voltage regulation performance, which is taking advantage of the fast dynamic response and the robustness of fuzzy control.
The control strategy of the fuzzy adaptive PI controller for dc-bus is shown in Figure 5 . The proportion parameter k p and the integral parameter k i of the PI controller are adjusted adaptively by the fuzzy controller via tracking the voltage error e dc and its change rate de dc /dt. When e dc is great, k p is supposed to select a higher value to correct the difference rapidly. Conversely, when e dc is small enough, k i is moderately increasing to eliminate steady state errors. If both e dc and de dc /dt are not very large, then the situation of opposite sign means approaching steady state and the value of k p is supposed to be decreasing to a certain degree. However, the situation of the same sign shows deviation from the stability, then the value of k p should be added a little and the value of k i should be moderate. Hence, based on the above analysis, the fuzzy adaptive control matrices applied to the proposed dc-bus controller is shown in Table 1 . In addition, the output current of the dc-bus controller i sp can be described as follows:
where v sp is the voltage peak, P L denotes the power consumed by loads, P pv represents the power produced by the PV array, ∆v dc is the dc-bus voltage variation after a power frequency period, and T s represents a power frequency period. 
Coordination Control under Severe Voltage Sag
In this section, the functionality of the severe voltage sag compensation via coordination control is emphasized since the compensation ability is limited by the current flowing through the series compensator when voltage sag occurs.
Generally, the active power could be absorbing or generating via the shunt compensator to maintain the stability of the dc-bus and the output power of the PV array when voltage sag occurs. However, with the growing depth of voltage sag, the current flowing through the series compensator is increasing rapidly. In such a case, the voltage compensating capacity is confined due to the current limitation of series compensator. Therefore, the active current is bordered by the coordination control of the PV-UPQC system to enhance the compensation capacity for voltage sags.
The analysis of the active power flows through the proposed system under severe voltage sags as presented in Figure 6 . In Figure 6a , as P L = 0 W, all energy produced by the PV array is delivered to the grid before voltage sags. When voltage sag occurs, the grid current I sag is increasing. If I sag is not up to the upper limit current of the series compensator I si max , the PV array is still working at the maximum power point, and the power delivered to the grid is not changeable. However, if I sag ≥ I si max , the power generated from the shunt compensator is limited and the power balance is broken. At this moment, the extra active power is stored in the dc-bus, which results in the rise of the dc-bus voltage and the decline of photovoltaic output power. That is to say, the power balance is achieved then in case of v dc < v dc max , the compensation capability is enhanced at the cost of taking some output power away from the PV array. Figure 6b ,c demonstrate the severe voltage sag situation when P L < P pv and P L > P pv respectively. In the case of P L < P pv , part of the energy produced from the PV array is delivered to the grid and the other part is delivered to the loads, while in case of P L > P pv , all energy produced from the PV array and the grid is delivered to the loads. As mentioned above, the grid current increases when voltage sag occurs. If I sag < I si max , the PV array still works at the maximum power point, otherwise, the output power of the shunt compensator is confined and the dc-bus voltage declines under its minimum value of maintaining normal operation to make the PV-UPQC system withdraw safely. The proposed coordination control strategy for improving the compensation capability of the voltage sags can be summarized in Algorithm 1.
Algorithm 1
The proposed coordination control strategy 1: Sampling voltage values and detecting sag magnitude 2: if Voltage sag occurs then 3: if v dc > v dc max then 4: The PV array stops working 5: else 6: if v dc < v dc min then 7: The PV-UPQC system stops working 8: else 9: Conventional MPPT algorithm 10: Limiting the reference active current 11: end if 12: end if 13: end if 14: final 15: return voltage values and sag magnitude
Results and Discussions
The analysis of the proposed integrated photovoltaic-UPQC system was done in Matlab/Simulink and PLECS environment. PLECS is able to conduct simulations for a power electronics system, while Matlab is flexible in constructing a control circuit. The AC three-phase voltage source was of 380 V at 50 Hz, feeding the nonlinear R-L-C load. The voltage class of the solar panel was 750 V and the temperature was set to 25 • C. Other experiment parameters of grid-side and load-side filters are represented in Section 2. For a better illustration on the proposed integrated photovoltaic-UPQC system, the simulation and validation section was divided into four cases. Case 1 discusses the validity and applicability of the proposed system, under voltage sag or voltage swell when P L = 0, 0 < P L < P pv , and P L > P pv . Case 2 analyzes the system performance when external conditions change dramatically, for instance, load capacity and solar irradiance. Some comparison simulation experiments are conducted in Case 3, which demonstrates the superiority of the fuzzy adaptive PI controller and the power feedforward unit. Lastly, the simulation results under severe voltage sag are presented in Case 4.
Case 1: Simulation Results of the Overall System
The dynamic performance of the PV-UPQC system under voltage sags without load connection is shown in Figure 7 , as a matter of convenience, only phase-A is selected for analyzing. The voltage sag occurred at 1 s with a sag magnitude of 0.3 p.u. The irradiation was S = 1000 W/m 2 . The nominal power was 41.35 kW and the instantaneous power was 41.13kW. The various parameters in the simulation results were grid voltages (v s ), grid currents (i s ), load voltages (v L ), load currents (i L ), photovoltaic output power (P pv ), and dc-bus voltage (v dc ). It was observed that the load side voltage remained stable after grid voltage sag because the voltage was compensated by the series compensator. Under the circumstances, the loads could be connected at any time and the normal operation of the loads could be guaranteed. In order to ensure power balance, the grid current increased. Meanwhile, the dc-bus voltage restored stability after experiencing small vibrations for a short time. Correspondingly, there were some small fluctuations on the output power of the PV array. The performance of the proposed system of harmonic and reactive power compensation with full loads access is shown in Figures 8 and 9 . The irradiation of S = 1000 W/m 2 and phase-A was chosen for analysis. The grid-side power factor (cos φ) is also shown in Figure 8 . The total harmonic distortion (THD) load current and grid current through the Fourier transform are shown in Figure 9 . It should be noted that the system reached the power balance and the dc-bus voltage maintained stability. However, the photovoltaic cell output power divided into two parts, some power flowed to the grid, while the other power flowed to the loads. The grid current maintained stability, which is close to the standard sine wave. It can be observed that the harmonic content of the current declined obviously, which accomplished the mitigation of harmonic compensation for loads. Meanwhile, the grid current and the grid voltage were in reverse phase, the power factor remained between −0.994 and −0.997, thus the reactive power compensation for the loads were conducted. Besides, the dynamic performance of the PV-UPQC system under conditions of voltage swells is shown in Figure 10 . The irradiation was set as S = 200 W/m 2 with full loads access, which means P L > P pv . Beginning with t = 2 s, there was a voltage swell of 0.3 p.u. The series compensator compensated for the load voltage by injecting a suitable voltage in the opposite phase to maintain the load at rated voltage condition and normal work. Figure 10 . Simulation results under voltage swell with P L > P pv . Figure 11 presents the dynamic behavior of the integrated PV-UPQC system considering the loads sudden change. At t = 1.4 s, the load's rate dropped suddenly from 100% to 0%. As noted, the grid current increased so that the grid power would increase as well. The load voltage was still stable to get ready for reconnecting loads. The dc-bus voltage regained stabilization after 0.1 s, while the photovoltaic output power restored stability at t = 1.5 s. Figure 12 shows the dynamic performance of the proposed system considering the irradiation sudden change with full loads access. As noted, the illumination intensity increased suddenly from S = 200 W/m 2 to S = 1000 W/m 2 at t = 0.8 s. Due to the increase of the photovoltaic output power, the grid current became in phase with the grid voltage instead of reversed phase. Therefore, the grid changed from output power into absorbing power, while the load voltage maintained stability to ensure the normal operation of the loads. The dc-bus voltage made a difference due to the irradiation change from 650 V to 710 V through for 0.2 s and the photovoltaic output power restored stability at t = 1 s. Figure 13 demonstrates the advantageous performance of the feedforward unit. In Figure 13 , the irradiation decreased suddenly from S = 1000 W/m 2 to S = 200 W/m 2 at t = 1.4 s with full loads connection. It should be noted that compared to the integrated system without the feedforward unit, the dc-bus voltage oscillation amplitude of the proposed system with feedforward unit reduced significantly and the recovery stability time of the dc-bus voltage decreased as well. For the sake of analysis, a reference value of the dc-bus voltage was set as v * dc = 710 V. As noted, the following speed of the dc-bus voltage increased along with the increase of the value of k i , which brought about the relatively large overshoot at the same time. It can also be concluded that the value of k i had little influence on harmonics compensation performance. Additionally, the overshoot reduced along with the increase of the value of k p , though the harmonics compensation performance are affected. However, the proposed system based on the fuzzy adaptive PI controller could guarantee the harmonics compensation performance as well as increase the following speed and reduce the overshoot. Figure 14 . Comparison results between conventional PI controller and fuzzy adaptive PI controller. (a) Conventional PI controller with k p = 2.5, k i = 5, (b) conventional PI controller with k p = 2.5, k i = 50, (c) conventional PI controller with k p = 10, k i = 50, and (d) fuzzy adaptive PI controller. (a) Conventional PI controller with k p = 2.5, k i = 5, (b) conventional PI controller with k p = 2.5, k i = 50, (c) conventional PI controller with k p = 10, k i = 50, and (d) fuzzy adaptive PI controller.
Case 2: Simulation Results under Conditions of External Changes
Case 3: Comparison Simulation Results
Case 4: Simulation Results under Severe Voltage Sag
Suppose that the output power of photovoltaic cell reached its maximum when S = 1000 W/m 2 and according to the power balance relation, the limiting current was selected as I lim = 130 A. Figure 16 presents the dynamic performance of the PV-UPQC system under severe voltage sags without load connection. The voltage sag occurred at 0.8 s with a sag magnitude of 0.4 p.u. In these circumstances, there will be an overcurrent from the series compensator by utilizing the regular control strategy. However, the peak value of grid current i s max = 129 A by adopting the proposed coordinate control strategy without the overcurrent and the load voltage maintained stability, which means that the system compensation capacity increased. Due to the limited power of the shunt compensator, the dc-bus voltage increased and the photovoltaic power reduced to reach a new balance. It can be concluded that some photovoltaic power was sacrificed to enhance the voltage sag compensation ability of the system. Figure 17 demonstrates the dynamic performance of the proposed system under severe voltage sags with a magnitude of 0.8 p.u. at t = 0.8 s. As can be seen, the active current of shunt compensator was limited by adopting the proposed coordinate control strategy, which resulted in the increase of the dc-bus voltage and the decrease of photovoltaic output power. However, the voltage sag was much deeper in this context, thus the rising speed of dc-bus voltage was faster. The dc-bus voltage reached its upperlimit, v dc max = 830 V in this simulation environment at t = 0.84 s. At this moment, the photovoltaic cell stopped working so that the output power turned to zero and the dc-bus voltage declined gradually. The loads connected at t = 0.9 s, the dc-bus acted as a buffer to protect the loads, and the dc-bus voltage started to decline rapidly afterwards. The dc-bus voltage reached its lower limit value at t = 0.84 s, since then the voltage compensation performance was discounted heavily, thus there was no occasion to offer protection for loads against voltage sags. In this context, the system would be out of service if the grid voltage was not restored.
Conclusions
This paper investigated an integrated photovoltaic-UPQC system and its control strategy aimed at the problems of the existing PV-UPQC system, which are the understable dc-bus voltage and the lack of mitigation ability under severe voltage sags. In this manuscript, the dc-bus voltage stability was enhanced based on the proposed fuzzy adaptive PI controller tied up with the improved MPPT technique. The compensation performance of severe voltage sag increased based on the proposed coordinate control strategy. A complete set of simulation results were presented to validate the effectiveness of the proposal done with the integration of MATLAB and PLECS. By observing the simulation waveforms, the dynamic performance of the grid voltages/currents, load voltages/currents, PV output power, and dc-bus voltage before and after compensation showed the impact of the proposed PV-UPQC system over the power quality issues. The results clearly demonstrated that the proposed PV-UPQC system was capable of mitigating voltage sags, voltage swells, load harmonic, and reactive power, which could solve the power quality problems when power quality phenomenon occurs, and generate photovoltaic power under a stable operation of power grid. 
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